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TEXAS COMMISSION ON ENVIRONMENTAL 
QUALITY 

BOOSTER PUMP 
GENERAL CONSTRUCTION NOTES 

 
1. This water distribution system must be constructed in accordance with the current Texas 

Commission on Environmental Quality (TCEQ) Rules and Regulations for Public Water 
Systems 30 Texas Administrative Code (TAC) Chapter 290 Subchapter D. When conflicts 
are noted with local standards, the more stringent requirement shall be applied. 
Construction for public water systems must always, at a minimum, meet TCEQ’s "Rules 
and Regulations for Public Water Systems. 
 

2. An appointed engineer shall notify in writing the local TCEQ's Regional Office when 
construction will start. Please keep in mind that upon completion of the water works 
project, the engineer or owner shall notify the commission's Water Supply Division, in 
writing, as to its completion and attest to the fact that the work has been completed 
essentially according to the plans and change orders on file with the commission as 
required in 30 TAC §290.39(h)(3).  
 

3. All newly installed pipes and related products must conform to American National 
Standards Institute (ANSI)/NSF International Standard 61 and must be certified by an 
organization accredited by ANSI, as required by 30 TAC §290.44(a)(1).  
 

4. Plastic pipe for use in public water systems must bear the NSF International Seal of 
Approval (NSF pw) and have an ASTM design pressure rating of at least 150 psi or a 
standard dimension ratio of 26 or less, as required by 30 TAC §290.44(a)(2). 
 

5. No pipe which has been used for any purpose other than the conveyance of drinking 
water shall be accepted or relocated for use in any public drinking water supply, as 
required by 30 TAC §290.44(a)(3).  

 
6. Projects constructed on or after January 4, 2014 must comply with changes to the Safe 

Drinking Water Act that reduce the maximum allowable lead content of pipes, pipe 
fittings, plumbing fittings, and fixtures to 0.25 percent.  
 

7. The system must be designed to maintain a minimum pressure of 35 psi at all points 
within the distribution network at flow rates of at least 1.5 gallons per minute per 
connection. When the system is intended to provide firefighting capability, it must also 
be designed to maintain a minimum pressure of 20 psi under combined fire and drinking 
water flow conditions as required by 30 TAC §290.44(d). 
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8. Pursuant to 30 TAC §290.44(e)(7), suction mains to pumping equipment shall not cross 
wastewater mains, wastewater laterals, or wastewater service lines. Raw water supply 
lines shall not be installed within five feet of any tile or concrete wastewater main, 
wastewater lateral, or wastewater service line. 

 
9. Pursuant to 30 TAC §290.44(f)(1), the contractor shall not place the pipe in water or 

where it can be flooded with water or sewage during its storage or installation.  
 

10. The contractor shall disinfect the new water mains in accordance with AWWA Standard 
C-651 and then flush and sample the lines before being placed into service. Samples shall 
be collected for microbiological analysis to check the effectiveness of the disinfection 
procedure which shall be repeated if contamination persists. A minimum of one sample 
for each 1,000 feet of completed water line will be required or at the next available 
sampling point beyond 1,000 feet as designated by the design engineer, in accordance 
with 30 TAC §290.44(f)(3).  
 

 
 


